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1. This specification replaces Specification 15G “Steam Piping Underground” dated October 26, 1981. 

2. The specification was completely rewritten to change for a poured insulation system to an engineered pre-insulated conduit type of system. 

3. The specification requires the manufacture to design a system based on the layout drawings issued and field investigation and to include components for anchoring and expansion. 

4. The contractor shall submit plan drawings, details and engineering analysis for approval prior to starting any work. 

5. The contractor shall provide a factory representative at the start of construction to train the contractor on specific installation requirements. 

Click here for the archived files.
