Update History summary for

Construction Standard Specification, Section 13943

“Facilities Control Systems” 

Revised 12/1/02

1.
Part 3.02 was revised to require Modular Building Controllers (MBCs) to be installed a minimum of 5 feet from all power sources greater than 100 kVA.  

2. Part 3.03 was revised to require the primary terminations of the transformer to be effectively shielded to prevent inadvertent contact by personnel.  This applies only to transformers with primary voltage greater than 50 volts.  Labels marked with voltage level will be installed on the shield or enclosure to note where hazardous voltages are located.



Click here for the archived files. 

Revised 5/15/02

Although this specification was revised, the updates have been so extensive, that the changes have not been hi-lighted.  We recommend that this specification be considered as a new specification and read/reviewed as such.  This specification will be used for the installation and modifications of the Facilities Control Systems (FCS).



Click here for the archived files. 

