Update History Summary for

Construction Standard Specification, Section 16272

“Pad Mounted Transformers”

Revised 12/1/02
1.
Revised format and organization in Part 1 and Part 3 to conform to standardization of Construction Standard Specifications.  

2.
In Part 2.09 “Manufacturer”, deleted Square D as a padmount transformer manufacturer.  Square D padmount transformers are made by Howard, which is an unacceptable manufacturer.

3.
In Part 1.02 “References”, added WP3003STD “Transformer Fire Barrier Wall” as a related drawing.

4. In Part 3.01 “Installation”, adding requirement to provide a minimum of 5 feet of working clearance in front of doors accessing primary and secondary terminations.



Click here for the archived files. 

Revised 10/15/01

1. Changed Section number to 16272 in order to correspond to CSI format numbering convention.  Section 16461 in the CSI numbering system is used for “Dry-Type Transformers (600V or less)”.

2. Updated the references included in the specification.

3. Deleted reference to oil containment where listing transformer pad dimensions.



Click here for the archived files. 

