Update History Summary for

Construction Standard Specification, Section 16441

“Electrical Lighting and Appliance Panelboards”

Revised 12/1/02
1.
Revised format and organization in Part 1 and Part 3 to conform to standardization of Construction Standard Specifications.  

2.
In Part 2.01 “Manufacturers”, returned GE Series AQ 240/208Y/120 panels to the product list.

3.
In Parts 2.02 “General” and 3.02 “Mounting”, specifications are provided for the panel schedule holders to be used and installed inside the panelboard doors.

4.
In Part 2.05 “Circuit Breakers”, the provision to provide locking devices on circuit breakers has been deleted due to ineffective devices currently being utilized.  This issue will be revisited in the future as better 3rd party lockout devices are developed and successfully implemented.

5. In Part 3.05 “Field Quality Control”, the Sandia Delegated Representative was changed to Sandia Construction Observer (SCO).



Click here for the archived files. 

Revised 5/15/02

This Section was revised as follows:

1. GE panelboard type “Series AQ” has been eliminated because the lockout device does not meet Sandia’s specification requirements.

2. Siemens panelboard types have been updated.

3. GE panelboard type “Series AE” cabinet width was changed to meet the specification requirements. 

4.  Updated the referenced standard drawing number.



Click here for the archived files. 

