Update History Summary for 

Fire Alarm Standard Drawing, FA5002STD
“Conventional Initiating Device Details”

Revised 6/02

This drawing was revised to put all conventional initiation device details on one drawing.

Revised 10/00

1. Revised the duct detector details on drawing to delete the outdated model and include wiring details for the latest duct detector model being used. 

2. Included the wiring details for the Honeywell smoke detector base that has relay applications built in. This base is only used if the smoke detector is being used in shunt-trip, fan shutdown, or other relay applications. 

3. Revised the part numbers for the duct detector tubes, Remote Test Station, and Remote Annunciator. 

