Update History Summary for 

Fire Alarm Standard Drawing, FA5005STD
“FS90 DGP Details – 2 Motherboard” 

Revised 10/00

1. Changed initiation device wire type from TFN to TFFN. 

2. Changed wire type in Key Note 7 from THHN to THWN for fire alarm wiring installed in underground raceways. 

3. Revised DGP detail to indicate installation of two (2) static modules on terminal strip "TB8".

4. Revised DGP detail to show installation of Battery Supervision Module on the bottom motherboard.  For proper battery supervision, a Battery Supervision Module is required for each motherboard power supply.

