Update History Summary for 

Fire Alarm Standard Drawing, FA6001STD
“Honeywell Fire Alarm Equipment Schedule” 

Revised 6/02

This drawing was revised to note that it is obsolete and to be used as a reference for existing Honeywell fire alarm systems.

Revised 10/00

1. Added Equipment Symbols 55 - 60 to include the following FS90 DGP components: "AA" boards, card retainers, legend cards, and reset relays. 

2. Clarified that 2 Static Modules are required for each "LD" board. 

3. Revised Equipment Symbol 40 to delete the combination smoke/heat photoelectric detector and replace with the smoke detector base with built in relays for relay applications. 

4. Revised Equipment Symbol 43 to indicate the latest model Honeywell duct detector in use. 

5. Updated the part numbers for Equipment Symbols 44, 51, and 52. 

6. Added Equipment Symbols 53 and 54 for the FS90 1-Up enclosures to be used for 120 VAC control wiring at the DGP and for housing the 24 VDC power supply used to power duct detectors. 

7. Revised DGP detail to indicate installation of two (2) static modules on terminal strip "TB8".

