Update History Summary for 

Exterior Power Standard Drawing, WP3004STD
“Power Manhole Details” 

Revised 09/03

1.
Detail 2 was added to show the spacing of rebar re-enforcement required at street crossing where the electrical duct bank is less than or equal to 30" below grade.  This modification matches the changes made to Specification section 02584 during August, 2003. 

Revised 06/02

1.
On drawings WP3004STD, WP5004STD, and WP5024STD, updated the concrete encasement to agree with Specification section 02584 and specified minimum ground cover.  

