Update History Summary for 

Civil Work Standard Drawing, WU5005STD
“Water Line Thrust Restraint Detail”
Revised 07/03

1.
Updated the existing required restrained length values in each table based on the design assumptions for mechanically restrained joints as stated in general note 7.  The calculations were performed using EBAA Iron Restraint Design Calculation Software 4.0.

2.
Updated general note 1 for clarity.

3.
Update Table Headings.

Cost impact:
This change will result in a “cost reduction” because the restrained length requirements decreased substantially in most cases.  The older tables were overly conservative.

