
FIRE HYDRANT OR

POST INDICATOR VALVE

GUARD POST (TYP.)

CONCRETE

PLUG BOTTOM OF

SLEEVE WITH TAPE

TO PREVENT WET

CONCRETE FROM

ENTERING PIPE.
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PLAN

DETAIL

4 IN.   PIPE SLEEVE

NOTE:

GUARD POSTS ARE NOT

REQUIRED IF FIRE HYDRANT

IS LOCATED BEHIND THE 

CURB AND IS NOT WITHIN A 

VEHICLE TRAFFIC AREA.

COMPACTED OR

UNDISTURBED 

EARTH

REMOVABLE 3 INCH SCH. 40 

STEEL PIPE, 6 FT. LONG, PAINT 

TRAFFIC YELLOW
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