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SANDIA NATIONAL LABORATORIES

D+

FOR TELECOMMUNICATIONS EQUIPMENT SCHEDULE, SEE DRAWING NO. T-6001STD.

SEE STANDARD SPECIFICATION SECTION 16705 FOR LABELING REQUIREMENTS.

2.

NTSSCALE:

LIGHTGUIDE SHELF TERMINATION POSITIONING DETAIL

T-5004T-5004

1

NTSSCALE:

FLOOR STANDING VOICE FRAME DETAIL

T-5004T-5004

3
NTSSCALE:

COMMUNICATION CABINET OR FRAME LABEL DETAIL

T-5004T-5004

2

NTSSCALE:

1U SLIDING MODULAR CASSETTE SHELF W/48 SC ADAPTERS

T-5004T-5004

4

WITHIN A SINGLE LSTIU / G1000 PANEL.

 SHALL BE CONTAINED COMPLETELY 

ONE TRUNK CABLE.  EACH TRUNK CABLE

A SINGLE PANEL MAY HOLD MORE THAN 

8361B01

8361B01

T - BUILDING NUMBER
1 = IDR NUMBER
BLACK/RED
SEQUENCIAL CHARACTER

87

(48 POINT - ALL CAPITALS)
HELVETICA FON
CENTER NAME ON LABEL

RESISTANT AND FADE RESISTANT)
(OUTDOOR LABELS SHALL BE UV-
LABEL APPROX 1/16 IN. THICK
ENGRAVING QUALITY (ABS) PLASTIC 

FINISH
OR SATIN SURFACE
NON-GLARE MATTE

1/4 IN. WIDE x 5-3/4 IN. LONG (TWO STRIPS TYP.)
3M - SCOTCH PART NO. A-25/9500PC (OUTDOOR)
3M - SCOTCH PART NO. A-60/444 (INDOOR)
ADHESIVE TAPE ON BACK OF LABEL
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FOR

-48VDC POWER
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FOR

-48VDC POWER

0301-0600

SERVICE ENTRANCE

FROM TELEPHONE

0001-0300

0601-0900

USER OUTLETS

1201-1500

VU

USER OUTLETS

1801-2100 2101-2400

VU

FUTURE USEFUTURE USE

VU

VU

NNNIFB

USER OUTLETS

VU

1501-1800

USER OUTLETS

VU VU

0901-1200

0301-0600

VU

USER OUTLETS

VOICE CABLES

USER OUTLETS

VOICE CABLES

VP

VOICE

86

ENGRAVED LETTERING AND WHITE BEVELED EDGE
BLACK FRAME LABEL COLOR BLACK #(xxx) WITH WHITE

ENGRAVED LETTERING AND WHITE BEVELED EDGE
RED FRAME LABEL COLOR RED #(xxx) WITH WHITE

UNISTRUT UPPER BRACE

THROUGH PLYWOOD

FIRMLY TO WALL 

"L" BRACKET, FASTEN 

OR FRAME(TYP.)

WALL

BOLT TO CONCRETE FLOOR

REAR SUPPORT FOOT

FLOOR

BOLT TO CONCRETE FLOOR

FRONT SUPPORT FOOT

SIDE VIEWFRONT VIEW

PROTECTOR BLOCKS

BUILDING ENTRANCE 

4

CABLE #1

EACH LSTIU / G1000 PANEL SHALL CONTAIN ONLY SM OR MM, NOT BOTH.

NUMBERING SEQUENCE REPEATS FOR 4-FIBER OPTICAL CABLES FROM USER OUTLETS.

5

5

5

LST1U 72 FIBER PANEL - RACK MOUNTED

LC COUPLERS

INSTALL "SYSTIMAX"
NUMBERING SEQUENCE CONTINUES 

FOR OPTICAL TRUNK CABLES UP TO 144 FIBERS.
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1.

GENERAL NOTES

CABLE

72-FIBER TRUNK 

CABLE

48-FIBER TRUNK 
CABLE

24-FIBER TRUNK


