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KEYeD NOTES

2-NEMA [5-20R RECEPTACLES EACH ON DEDICATED 20A-1P CIRCUITS FOR EACH

INSTALL 3/4" FIBER BUSHING 0L PMENT CABINET.
ON 3/4” CONNECTOR
@ 1 - 20A 250 VOLT NEMA L6-20R RECEPTACLE ON DEDICATED 20A 2 POLE BREAKER.

CETLING LINE

.

1" IMC OR RGS IN WALL. CONTINUOUS ¥,"EMT FOR VOICE ONLY
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T0 EMT ABOVE CETLING

,,,,,,,,,,,,,,,,,,,,,,,,,
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