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SCALE: �" = 1’-0" 
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DETAILS                                           
SCALE: NOTED      

  1

  2

INSTALL CABLE.

  4 INSTALL I.D. STICKER. PROVIDED BY SDR.

  3 INSTALL FACEPLATE.

REMOVE FACEPLATE WITH I.D. STICKER.

  5

1. FOR EQUIPMENT SCHEDULE, SEE DRAWING NO. TN0003GPON.

EXISTING VOICE OUTLET RACEWAY - GPON OUTLET DETAIL
SCALE: 3" = 1’-0" 
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 RDT MOUNTING DETAIL                              
SCALE: NONE       

 

  6 INSTALL 1�" CHANNEL SUPPORT.

  7 INSTALL �" ALL THREAD.

  8 INSTALL BEAM CLAMP.

  9 EXISTING BEAM.

GPON

OUTLET
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TN0004GPONTJ1101752

TJ1102752

TJ1201752

TJ1202752

TN7002752
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755TJ1201

755TN7001
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13 

BLANK PORT. FOR FUTURE DEVICE.

BLANK NAMEPLATE POSITION FOR FUTURE DEVICES.
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13 
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   36   35

OR OR

GPON DROP CABLE

 5    4   
OR

   32 6   
OR OR

   34   33
OROR

INSTALL RDT. EQUIPMENT SYMBOL

           .

INSTALL CABLE ON EXISTING AND NEW ADJUSTABLE CABLE

SUPPORT SYSTEM AS REQUIRED.

14 INSTALL LABEL WITH RDT IDENTIFICATION ON CEILING

GRID BELOW RDT. P-TOUCH-YELLOW BACKGROUND WITH

�" HIGH BLACK LETTERING.

14 

INSTALL MICARTA NAMEPLATE. 1" HIGH X REQUIRED LENGTH

BLACK BACKGROUND WITH WHITE LETTERING.

15 APPLIES TO BUILDINGS 729, 753, 758, 770, 1008.

16 APPLIES TO BUILDINGS 729, 750, 751, 753, 758, 770, 

858EL, 898, 1008.

17 

18 
   23    24    35    36

   12    22

INSTALL CABLE    OR     OR    OR    AND ADJUSTABLE 

CABLE SUPPORT SYSTEM    THROUGH   .        

18 

17 

15 

16 

A

APPLIES TO BUILDINGS 750, 751, 864, 865, 858EL, AND 

898 AS NOTED.
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