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1. FOR EQUIPMENT SCHEDULE, SEE DRAWING NO. TN0003GPON.
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INSTALL CABLE.

REMOVE FACEPLATE WITH I.D. STICKER.

INSTALL FACEPLATE.

INSTALL I.D. STICKER. PROVIDED BY SDR.

INSTALL CABLE ON EXISTING AND NEW ADJUSTABLE CABLE 

SUPPORT SYSTEM AS REQUIRED.

APPLIES TO DRAWINGS FOR BUILDINGS 858EL AND 898.

EXISTING VOICE/DATA OUTLET RACEWAY - GPON OUTLET DETAIL
SCALE:3" = 1’-0"  
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GPON 

OUTLET

  8 INSTALL 1 #6 GREEN GROUND CONDUIT TO GROUND BUS OR 

RAR IN IDR.

  9 INSTALL GPON CABLES.

10 INSTALL FIRE STOP TO MATCH RATING OF WALL.

11 APPLIES TO ALL BUILDING IDR SLEVE PENETRATIONS.
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12 EMT CONDUIT SLEVE SIZE AS NOTED ON DRAWINGS.
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   IDR SLEVE DETAIL
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