-----Original Message-----

From: 
Lucero, Florian C  

Sent:
Wednesday, August 21, 2002 1:57 PM

To:
CENTER-10800; Millington, Larry D; ORG-10253; Peterson, Jay; Vetter, Douglas

Subject:
Engineering Standard Program Update -Spec- 0802a

*****************************************************************************************************************************

STANDARD SPECIFICATION AND UNIVERSAL CONSTRUCTION PACKAGE UPDATE NOTIFICATION

******************************************************************************************************************************
Noted below is an Engineering Standards Program (ESP) update.  The distribution list for this e-mail is center 10800 and department 10253.  I am sorry for the wide distribution, but If you do not need or are not interested in this information, you may delete this message without reading it. 

This notification includes update of six construction standard specifications, deletion of one standard drawing and notification of the new Fire Protection Standards chair.
Section 09680, “Carpet Tile” Revised 8/15/02)

1.
The specification was revised to include superceded changes to the reference list.  

2.
Section 1.02 has been updated to include fire protection criteria for critical radiant flux.   

3.
The entire document has revised to incorporate changes from carpet manufacturers and 


other entities for sustainability percentages and criteria.  

4.
The specification has been updated to include nylon Type 6 and Type 6,6.

5.
The format was updated.

Credits:  Matthew Brito, Peter Feng, Roy Hertweck, Doug Vetter, Denise King

Section 09682, “Broadloom Carpet” Revised 8/15/02)

1.
The specification was revised to include superceded changes to the reference list.  

2.
Section 1.02 has been updated to include fire protection criteria for critical radiant flux.   

3.
The entire document has revised to incorporate changes from carpet manufacturers and 


other entities for sustainability percentages and criteria.  

4.
The specification has been updated to include nylon Type 6 and Type 6,6.

5.
The format was updated.

Credits:  Matthew Brito, Peter Feng, Roy Hertweck, Doug Vetter, Denise King

Section 10522, “Fire Extinguishers, Cabinets, and Accessories” (Revised 8/15/02)

1.
Deleted reference to UBC and added International Building Code (IBC) and International 


Fire Code (IFC).  

2.
Under the Section “Quality Assurance”, Underwriter’s Laboratory was added for listing 


and labeling. 

3.
 
Added 10-lb and 5 lb clean-agent FE-36 fire extinguishers with appropriately sized fire 



extinguisher cabinet in the products section of the specification.

4.

The format was updated.

Credits:  
Matt Turgeon, Denise King  

Section 13120, “Design-Built-Install Prefabricated Office Units” (Revised 8/15/02)

1.

Corrected the model number for the interior door hardware, paragraph 2.01C4.

2.
Corrected ASHRAE numbers noted in paragraph 2.02A.  

3.
Added wording to reduce possible confusion in paragraph 3.02C1. 

4.

Deleted "20-gallon" from paragraph 4.03D1 to be consistent with paragraph 4.04G1.

5.

Deleted ASME certifications requirement for water heaters, paragraph 4.04G .

Credits:  
Steve Walcott, Jerry Smith   

Section 13852, “Intelligent Fire Alarm System” (Revised 8/15/02)

1.
Added requirement that fire alarm designer either provide NICET certification or PE 


stamp on shop drawings.  

2.

Revised fire alarm installer requirements to require either a NICET Fire Alarm Level II 



certification or be certified by the fire alarm equipment manufacturer as trained and 



qualified.  This eliminates requiring the installer to meet both requirements.

3.
Revised fire alarm designer requirements to require either a NICET Level III Fire Alarm 


Level III certification or be a registered professional Fire Protection Engineer in the State 


of New Mexico.  The designer does not have to be trained and qualified by the fire alarm 


manufacturer.

4.
Modified the fire alarm control panel equipment requirements to have a red (instead of gray) 


EST panel and specified standard cabinet size for Notifier panel.

5.
Corrected wrong part number for Notifier manual pull station.

6.
Specified remote annunciator part numbers for EST and Notifier fire alarm systems.

7.
Added requirement for pull box or wire way above fire alarm control panel in concealed


 accessible location to minimize conduit penetrations in FACP 
and permit easier panel 


replacement.

8.
Require strobes to be synchronized per the manufacturer’s instructions.

9.
The format was updated.

Credits:  
Paul Smith, Pete Argo, Denise King    

Section 13854, “Prefabricated Office Units Fire Alarm System” (Revised 8/15/02)
1.
Added requirement that fire alarm designer either provide NICET certification or PE 


stamp on shop drawings.  

2.

Revised fire alarm installer requirements to require either a NICET Fire Alarm Level II 



certification or be certified by the fire alarm equipment manufacturer as trained and qualified.



This eliminates requiring the installer to meet both requirements.

3.
Revised fire alarm designer requirements to require either a NICET Level III Fire Alarm 


Level III certification or be a registered professional Fire Protection Engineer in the State


of New Mexico.  The designer does not have to be trained and qualified by the fire alarm 


manufacturer.

4.
Added Notifier fire alarm system components in Part 2 - Products.

5.
Changed title of specification from “Prefabricated Office Complex Fire Alarm System” to


“Prefabricated Office Units Fire Alarm System” to match other specification titles for these 


structures.

6.
Specified cable fastener part number and instructions for installing plenum-rated fire alarm


cables outside conduit.

7.
Revised location requirements for fire alarm terminal cabinet when connecting to an existing 


Honeywell fire alarm system.

8.
Revised the raceway sizes and types to protect wiring below ceiling.

9.
Require strobes to be synchronized per the manufacturer’s instructions.

10.
The format was updated.

Credits:  
Paul Smith, Pete Argo, Denise King    

Standard Drawing WU5002STD, “Thrust Block Details” (Deleted)
1.
Deleted this drawing since it is a duplicate of WU5005STD.  

Credits:  
Darell Rogers, Ed Gore 

Fire Protection Standards Chair (Notification)  

Michael Edstrom has been assigned as the Fire Protection standards chair.  He is responsible for 

overseeing all of the standards regarding to fire suppression and fire alarm systems.  The Engineering 

Standards Program (ESP) document and the ESP organization chart has been updated to reflect 

the change.   

Both the standard Universal Construction Package (UCP) and the UCP short form have been updated concurrently with the release of these specifications.  The specifications, UCP's and all of the other standards documents are available on the Facilities Shared Network Drive 

(\\london\stdu).  

The A/E's and construction contractors on our distribution list will be notified by separate e-mail of the changes and will be given 30 days to download the files from Sandia's FTP site.   

If you have questions or need assistance with the standards, call Jan Couto at 844-3327 or Flo Lucero at 844-6044.

Florian Lucero Jr. PE, CSI

Sandia National Laboratories

Engineering Standards Chair

505-844-6044

