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Presenter Bio
Matthew Paiss | Technical Advisor

• PNNL ESS Safety Codes & Standards Lead
• Retired Fire Captain from San Jose Fire Dept w/ 23 years service.
• Founded Energy Response Solutions (Training & Consultation) to assist 

responders, AHJ’s, and system designers/integrators.
• Primary representative to NFPA 855, UL 9540, 1974, and IEC TC120
• Background in semiconductor industry (CVD field service engineer) 
• Solar PV manufacturing (Arco Solar circa 1982)
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Fire Tetrahedron

• Typically all that is required for fires to 
occur is O2, Fuel, and Heat.

• Some chemistries contain oxides that 
release rapidly under high heat 
conditions. 

• Li-ion fires can occur in low O2 
atmospheres

• Flammable gasses will continue to be 
produced.
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Hazards – Thermal Runaway

“The process where self heating occurs faster than can 
be dissipated resulting in vaporized electrolyte, fire, and 

or explosions”
• Initial exothermic reactions leading to thermal runaway can 

begin at 80° - 120°C.
• Venting of electrolyte gasses
• Ignition of gasses (fire or explosive)
• Propagation within module
• External flame initiates preheating of additional 

cells/modules
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Hazards – Flammable/Toxic Gases
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S. Korea ESS Fire Causes

1. Poor ground fault protection
2. Inadequate HVAC
3. BMS Failures 
4. Systems control failures
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None listed to UL 9540



Codes & Standards
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Codes & Standards Landscape
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• Building & Fire Codes are adopted typically at a state level
• Product and installation Standards are referenced in the Codes.
• Codes & Standards have evolved, but much slower than deployments

§ Typically updated every 3 years.

• Energy density and system sizes increasing
§ Cabinets not mentioned in NFPA 855 or IFC

• Challenges with fire protection
• Product listing expensive and time consuming
• Inconsistent Code adoption state-state



BUILT ENVIRONMENT

INSTALLATION / APPLICATION

SYSTEM COMPONENTS

§ NFPA 855
§ NFPA 70
§ UL 9540 A

§ DNVGL GRIDSTOR
§ FM GLOBAL 5-33
§ NECA 416 & 416

§ UL 1973
§ UL 1974
§ UL 810A
§ UL1741

§ CSA 22.2 No. 340-201
§ IEEE 1547
§ IEEE 1679 Series

§ iCodes – IFC, IRC, IBC
§ IEEE – C2, SCC 18, SCC21
§ NFPA 5000, NFPA 1, ISA

§ IEEE C2
§ IEEE 1635/ASHRAE 21
§ IEEE P1578

ENERGY STORAGE SYSTEMS
§ UL 9540, MESA
§ ASME TES-1, NECA
§ NFPA 791

Standards and Model Codes Hierarchy
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IFC

• 2021 International Fire / Residential Code
§ IFC Section 1207 – IRC Section 327
§ Changes from 2018

üHarmonizes with NFPA 855
üRequires listing to UL9540 
üScope ads O&M, retrofit, commissioning, 

decommissioning
üExemption for telecom using Pb & NiCd @ < 60VDC
üSuppression system based on 9540a
üExplosion control: NFPA 68 or 69
üPost-Fire Mitigation Personnel
üEmergency Response Plan & Training
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IFC Adoption Map
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NFPA 855

• 2020 NFPA 855 Standard for the Installation of 
ESS
§ 1st Edition published
§ Scope reserved for next cycle based on appeal by 

utilities for exemptions.
§ Covers 

ü Installation
üCommissioning 
üO & M
üEmergency Response
üDecommissioning

§ Referenced directly in 2021 NFPA1 Fire Code

PNNL-SA-149573 May 21, 2021



Fire Suppression Systems

Rooms, areas within buildings, 
and walk-in units require:
1. Automatic sprinkler w/ min 

density of 0.3gpm/ft2 

2. or, based on UL9540a fire 
testing data
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Hazard Mitigation Analysis

Hazard mitigation analysis (HMA) 
shall be provided for: 
1. Battery technologies not specifically 

covered (Other)
2. Multiple battery technologies in a 

room with a potential for adverse 
interactions

3. When allowed as a basis for 
increasing MAQs
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Hazard Mitigation Analysis

The HMA evaluates single fault failures 
• Thermal runaway in a single battery array
• Failure of the energy management system
• Failure of ventilation system
• Voltage surges on the primary side
• Short circuits on the load side of the batteries
• Failure of the smoke or gas detection, fire suppression

The fire code official can approve deviations or new ESS technologies based on 
the HMA.
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Size, Separation & MAQ Limits

18

Max 50 kWH for units 

Max. 600 KWh aggregate/fire area (200 kWH other) 

Other arrangements       
based on large scale fire  
testing 

Spaced min. 3 ft. 
from other arrays 
and from walls
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Explosion Protection

Two options for meeting requirement:

1. NFPA 68 – Deflagration Venting.
• Blow-out panels to protect structure from explosion based on max gas production in 

cell tests.

2. NFPA 69 – Deflagration Prevention.
• Exhaust system designed to keep below 25% of LEL in area.
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Large Scale Fire Testing

The fire code official can approve the following installations based on 
large-scale fire testing:
• Increased array (unit) size
• Reduced spacing to adjacent units and/or walls
• Increased MAQ in a fire area

Testing to be conducted by an approved test lab and show:
• A fire in one unit will not propagate to an adjacent unit
• A fire in one unit will be contained within the test room
• UL 9540A was developed to conduct these fire propagation tests

2021 IFC/NFPA1 specifies UL 9540A for this testing
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UL 9540 Listing

• This is a SYSTEM listing, not for components.
• Includes a UL1973 listed battery & UL1741 

listed inverter
• Construction & Performance
• Mechanical & Environmental Tests
• Communications Systems
• Functional Safety
• HVAC
• Includes requirements for UL9540a fire testing
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UL 9540a Test Method

• Test method, NOT a listing or certification
• 4th edition has clarifications on module test
• Used to characterize gas characterizations for 

chemistries that go into TR.
• Used to design fire protection and explosion 

studies.
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UL 9540A Test Methodology

• Evaluating/interpreting test results can be challenging

Credit: FM Global

Cell Level

Module Level

Unit Level

Installation 
Level
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UL 9540A Cell Level Testing

Purpose:
• Determine if thermal runaway can be induced,
• If so, document thermal runaway methodology, instrumentation,
• Determine cell surface temp at venting and thermal runaway,
• Measure gas generation and composition.

Credit: UL
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UL 9540A Module Level Testing

Purpose:
• Evaluate thermal runaway propagation within a module,
• Develop data on heat release rate and vent gas generation rate and 

composition,
• Document fire and deflagration hazards.

Credit: UL
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UL 9540A Unit Level Testing

• Document thermal runaway progression 
within the unit,

• Document if flaming occurs outside the 
unit,

• Measure heat and gas generation rates,
• Measure surface temperatures and heat 

fluxes in target units,
• Measure surface temperatures and heat 

fluxes on walls.

Credit: UL
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UL 9540A Unit Level Performance

Acceptable results * :
• No flaming outside the unit under test
• No explosion hazard observed (incl gases <25% LEL)
• Maximum temperatures on target units ≤ the vent temperature in the cell 

level test, and maximum surface wall temperature rise ≤ 97 °C (175 °F) 
above ambient. 

* Deviations from above will require the test will be conducted with a 
manufacturer recommended automatic sprinkler system or other fire protection 
system present.

Credit: UL
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IntelliVent: 
ESS Safety 
Venting System

Matthew Paiss
Technical Advisor



Background
• Lack of exhaust ventilation 

was identified as leading 
gap in APS incident.  Other 
explosions will occur in 
similarly designed systems.

• Deflagration prevention 
lacking in most systems.

• Listing to 9540 costly for 
large systems due to 9540a 
fire testing.
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Explosion Control
• Providing deflagration venting is a 

late-stage measure. Does not 
eliminate flammable gases prior to 
explosion

• Deflagration prevention is the key!
• But…smaller volume cabinets 

make exhaust ventilation even 
more challenging

• Exhausting must occur rapidly
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Deflagration Challenges

• System with clean agent 
suppression system.

• TR continued after 
deployment

• Deflagration occurred @ 
44min

• Event required direct 
water application.
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Demonstration 2 ± Timeline of Major Events

Smoke accumulation at 
second smoke detector 

activation [TR + 00:00:55]

Novec 1230 discharge
[TR + 00:00:58]

Smoke stratification before 
ignition 

[TR + 00:26:51]

Ignition [TR + 00:28:32]

Partial volume deflagration 
[TR + 00:44:39]

9

Continued thermal runaway 
propagation [TR + 00:46:26]

Smoke plume from open 
door [TR + 02:09:27]

Flashover and flaming 
from open door
[TR + 02:09:48]

UL AND THE UL LOGO ARE TRADEMARKS OF UL LLC © [YEAR OF PUBLICATION]. ALL RIGHTS RESERVED. THIS DOCUMENT MAY NOT BE COPIED 
WITHOUT WRITTEN PERMISSION FROM UL AND ONLY IN ITS ENTIRETY. THE DOCUMENT IS FOR GENERAL INFORMATION PURPOSES ONLY AND IS NOT 
INTENDED TO CONVEY LEGAL OR OTHER PROFESSIONAL ADVICE. THE INFORMATION PROVIDED IN THIS DOCUMENT IS CORRECT TO THE BEST OF 
OUR KNOWLEDGE, INFORMATION AND BELIEF AT THE DATE OF ITS PUBLICATION

https://ulfirefightersafety.org/docs/UL9540AInstallationDemo_Report_Final_4-12-21.pdf
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Deflagration Challenges

• System with 0.5 gpm
sprinkler system.

• Deflagration 30 min post 
water application.

• UL demonstration of 
deflagration risks 
highlights that no matter 
what the suppression 
system – deflagration 
still occurs.
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Demonstration 3 ± Timeline of Major Events

Smoke accumulation and 
first response of LEL at the 

ceiling [TR + 00:00:29]

Ignition leading to 
sustained flaming 
[TR + 00:08:49]

Water flow initiated at 
0.5 gpm/ft2

[TR + 00:10:13]

Smoke and gas release 
from TR propagation 

[TR + 00:30:49]

Deflagration vent 
operation 

[TR + 00:42:02]

Water flow discontinued 
[TR + 01:05:55] 10

Thermal runaway 
propagation after end of 

water flow [TR + 01:13:05]

TR propagation continues 
after water flow 

restarted  [TR + 01:49:54]

UL AND THE UL LOGO ARE TRADEMARKS OF UL LLC © [YEAR OF PUBLICATION]. ALL RIGHTS RESERVED. THIS DOCUMENT MAY NOT BE COPIED 
WITHOUT WRITTEN PERMISSION FROM UL AND ONLY IN ITS ENTIRETY. THE DOCUMENT IS FOR GENERAL INFORMATION PURPOSES ONLY AND IS NOT 
INTENDED TO CONVEY LEGAL OR OTHER PROFESSIONAL ADVICE. THE INFORMATION PROVIDED IN THIS DOCUMENT IS CORRECT TO THE BEST OF 
OUR KNOWLEDGE, INFORMATION AND BELIEF AT THE DATE OF ITS PUBLICATION

https://ulfirefightersafety.org/docs/UL9540AInstallationDemo_Report_Final_4-12-21.pdf
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UL Demonstration Summary

11

Performance ± Deflagration Protection

• The deflagration venting successfully vented 
overpressure, potentially preventing dangerous 
loss of integrity/rupture of the ISO container. 

• Flames emitted from the deflagration vents indicate 
the need to site and orient the ISO container to 
mitigate secondary ignition/life safety hazards.

• Compartment filled to approximately 40-60% 
battery gas

• Flammable gas mixtures at elevated temperatures 
in all demonstrations

• Gas accumulation not prevented by clean agent or 
water suppression

PNNL-SA-149573

UL AND THE UL LOGO ARE TRADEMARKS OF UL LLC © [YEAR OF PUBLICATION]. ALL RIGHTS RESERVED. THIS DOCUMENT MAY NOT BE COPIED 
WITHOUT WRITTEN PERMISSION FROM UL AND ONLY IN ITS ENTIRETY. THE DOCUMENT IS FOR GENERAL INFORMATION PURPOSES ONLY AND IS NOT 
INTENDED TO CONVEY LEGAL OR OTHER PROFESSIONAL ADVICE. THE INFORMATION PROVIDED IN THIS DOCUMENT IS CORRECT TO THE BEST OF 
OUR KNOWLEDGE, INFORMATION AND BELIEF AT THE DATE OF ITS PUBLICATION

https://ulfirefightersafety.org/docs/UL9540AInstallationDemo_Report_Final_4-12-21.pdf
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Pros:
• Trending due to modular 

design flexibility for 
smaller projects

• Simpler installation
• Easier to get UL9540 

listed

ESS Cabinet Pros & 
Cons

Cons:
• Difficult to provide 

deflagration prevention 
due to small air volume

• Lower energy density for 
larger projects
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Design Considerations
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• Applicable to wide variety of enclosure designs
• Recommended smoke detector as activation sensor
• UPS battery backup for power failure
• Door access controls can be keypad, prox key, or key switch
• Door position sensor able to detect unintentional opening or sensor failure
• Automated system that will open all doors simultaneously
• Manual option for responder safety & suppression access
• Flexible design and signal inputs (smoke, heat, gas alarm, clean agent delay, etc)
• Minimal space requirements, retrofittable, low cost, & listed components
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Thank you

Matthew Paiss, Technical Advisor
Battery Materials & Systems

Matthew.paiss@pnnl.gov
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Dr. Imre Gyuk, DOE – OE


